April 24, 2002

Mr. L. W. Myers

Senior Vice President

FirstEnergy Nuclear Operating Company
Post Office Box 4

Shippingport, Pennsylvania 15077

SUBJECT: BEAVER VALLEY POWER STATION - NRC INTEGRATED INSPECTION
REPORT 50-334/02-02, 50-412/02-02

Dear Mr. Myers:

On March 30, 2002, the NRC completed an inspection at your Beaver Valley Units 1 & 2. The
enclosed report documents the inspection findings that were discussed with you and members
of your staff on April 8, 2002.

The inspection examined activities conducted under your license as they relate to safety and
compliance with the Commission’s rules and regulations and with the conditions of your license.
The inspectors reviewed selected procedures and records, observed activities, and interviewed
personnel.

Based on the results of this inspection, the inspectors identified one issue of very low safety
significance (Green).

Immediately following the terrorist attacks on the World Trade Center and the Pentagon, the
NRC issued an advisory recommending that nuclear power plant licensees go to the highest
level of security, and all promptly did so. With continued uncertainty about the possibility of
additional terrorist activities, the Nation's nuclear power plants remain at the highest level of
security and the NRC continues to monitor the situation. This advisory was followed by
additional advisories, and although the specific actions are not releasable to the public, they
generally include increased patrols, augmented security forces and capabilities, additional
security posts, heightened coordination with law enforcement and military authorities, and more
limited access of personnel and vehicles to the sites. The NRC has conducted various audits of
your response to these advisories and your ability to respond to terrorist attacks with the
capabilities of the current design basis threat (DBT). On February 25, 2002, the NRC issued an
Order to all nuclear power plant licensees, requiring them to take certain additional interim
compensatory measures to address the generalized high-level threat environment. With the
issuance of the Order, we will evaluate FirstEnergy Nuclear Operating Company’s compliance
with these interim requirements.
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In accordance with 10 CFR 2.790 of the NRC'’s "Rules of Practice," a copy of this letter and its
enclosures will be available electronically for public inspection in the NRC Public Document
Room or from the Publicly Available Records (PARS) component of NRC'’s document system
(ADAMS). ADAMS is accessible from the NRC Web site at http://www.nrc.gov/reading-
rm/adams.html (the Public Electronic Reading Room).

We appreciate your cooperation. Please contact me at (610) 337-5146 if you have any
questions regarding this letter.

Sincerely,
IRA/

John F. Rogge, Chief
Projects Branch 7
Division of Reactor Projects

Docket Nos.: 50-334, 50-412
License Nos: DPR-66, NPF-73

Enclosure: Inspection Report 50-334/02-02; 50-412/02-02

Attachments: 1) NRC Temporary Instruction 2515/145 - Circumferential Cracking of RPV Head
Penetration Nozzles Reporting Requirements
2) Supplemental Information

cc w/encl: L. W. Pearce, Plant General Manager
R. Fast, Director, Plant Maintenance
F. von Ahn, Director, Plant Engineering
R. Donnellon, Director, Maintenance
M. Pearson, Director, Services and Projects
J. Lash, Personnel Development
L. Freeland, Manager, Nuclear Regulatory Affairs & Corrective Actions
M. Clancy, Mayor, Shippingport, PA
Commonwealth of Pennsylvania
State of Ohio
State of West Virginia
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SUMMARY OF FINDINGS

IR 05000334-02-02, IR 05000412-02-02, on 02/10-03/30/2002; FirstEnergy Nuclear Operating
Company; Beaver Valley Power Station; Units 1 & 2. Event Follow-up.

The inspection was conducted by resident inspectors, a regional operator licensing examiner, a
regional senior health physicist, three regional reactor inspectors, and a regional projects
inspector. The inspection identified one Green finding. The significance of most findings is
indicated by their color (Green, White, Yellow, Red) using IMC 0609 "Significance
Determination Process” (SDP). Findings for which the SDP does not apply are indicated by “No
Color” or by the severity level of the applicable violation. The NRC'’s program for overseeing
the safe operation of commercial nuclear power reactors is described at its Reactor Oversight
Process website http://www.nrc.gov/reactors/operating/oversight.html.

A. Inspector Identified Findings
Cornerstone: Mitigating Systems

. Green The inspectors determined that human performance errors during
preparation and posting of an equipment clearance on the 2-1EDG caused both
Unit 2 EDGs to be inoperable for 4 days during refueling and reactor cavity
draindown. Several human performance and process barriers broke down,
leading to the 2-1 EDG inadvertently being made inoperable. Four separate
people were involved with authorizing the wrong clearance tag, an operator
posted the clearance tag without heeding caution postings for the safe shutdown
train, and the 2-2 EDG clearance holder (job supervisor) walkdown failed to
identify the error prior to beginning work. The inspectors also noted that this was
the third equipment clearance error which increased plant risk during the last
6 months. Earlier examples included Unit 2 reactor vessel overfill during the
refueling outage (9/01) and Unit 1 loss of instrument air reactor trip (12/01).

The safety significance of this event was very low (Green) because alternate
power supplies remained available and contingency procedures existed to
reestablish containment and refill the reactor vessel upon a loss of power.
Enforcement action remained under review pending issuance of the forthcoming
licensee event report. (Section 40A3.1)

B. Licensee Identified Violations

No violations were identified.



Report Details

SUMMARY OF PLANT STATUS

Unit 1 began this inspection period at 100 percent power. The ‘A’ main feedwater pump
experienced elevated motor outboard bearing temperature throughout the period. On
February 20, 2002, bearing temperature rapidly increased and operators promptly reduced
power to 91 percent to stabilize motor bearing temperature. After stabilizing temperature,
operators reestablished full power on February 21. On March 29, bearing temperature again
rose rapidly. Operators reduced power to 92 percent to stabilize bearing temperature (Section
1R14). Afterwards, operators maintained 95 percent reactor power through the end of the
inspection period.

Unit 2 began this inspection period with the reactor in Mode 6 (Refueling) for the Unit 2 ninth
refueling outage (2R9). Core offload was in progress. The 2-1 emergency diesel generator
(EDG) was inadvertently rendered inoperable for 4 days during the refueling outage (Section
40A3.1). The unit was synchronized to the off-site electrical distribution grid at 6:51 p.m., on
February 27, marking the end of the 23 day refueling outage. The reactor achieved 100
percent power on March 4. On March 15, operators performed a planned power reduction to
approximately 40 percent to support repacking both feedwater heater drain tank pumps. Full
power was restored on March 21. On March 29, another planned power reduction to 40
percent power was performed to repack the feedwater heater drain tank pumps due to
continuing packing leakage problems.

1. REACTOR SAFETY (R)
Cornerstone: Initiating Events, Mitigating Systems, Barrier Integrity

1R04 Equipment Alignments

A Unit 1 Quench Spray System Alignment Verification

a. Inspection Scope

The inspectors conducted a complete alignment verification of the Unit 1 quench spray
system. This system is a risk important mitigating system for containment pressure
control and emergency decay heat removal of the reactor coolant system (RCS). The
inspectors reviewed operating manual (OM) figures associated with the system as well
as the normal system alignment checklist (10M-13.3.B.1, Rev. 7) to determine proper
system alignment. In addition, the inspectors reviewed and evaluated the potential
impact on the quench spray system operation from open work orders, design
modifications, engineering memoranda, and corrective action (CA) program condition
reports (CRs). The system health reports were reviewed and open issues were
discussed with the system engineer.

b. Findings

No findings of significance were identified.



2 Partial Equipment Alignments

a. Inspection Scope

The inspectors performed partial system walkdowns of the Unit 1 and 2 systems listed
below to verify proper equipment alignments as required by station procedures,
drawings, and technical specifications (TSs) when applicable. In addition, the inspectors
evaluated the impact on system operation from the open work orders, design change
packages (DCPs), engineering evaluations, and CA program condition reports.

. The inspectors verified the Unit 2 electrical power distribution system was
properly aligned in accordance with TS 3.8.1.2, 3.8.2.2, and 3.8.2.4. The
electrical distribution system was selected due to its high risk significance and
one train being unavailable for planned maintenance.

. The inspectors verified the Unit 2 spent fuel pool cooling system was aligned
properly as described in 20M Figure 20-1, “Fuel Pool Cooling and Purification,”
Rev. 4. This system was selected because one of the two spent fuel pool
cooling pumps (2FNC*P21A) was provided with an alternate and temporary
power supply during an electrical bus outage (normal power supply was not
available).

. The inspectors verified the Unit 2 supplementary leak collection and release
system (SLCRS) was properly aligned in accordance with procedure 20M-
16.3.C, “SLCRS Power Supply and Control Switch List,” Rev. 5, 20M Figure 16-
1, “SLCRS,” Rev. 10, and 20M Figure 16-2, “SLCRS,” Rev. 6. Minor procedure
deficiencies were documented in CRs 02-2681 and 02-2732.

. The inspectors verified the Unit 1 emergency alternating current (AC) power
system was properly aligned in accordance with selected portions of procedures
10M-36.3.A.1 thru 10M-36.3.E., “4 kiloVolt (kV) Station Service System Normal
System Alignment.” Control room indications and controls were verified to be
appropriate for the standby or operating status of the system and system CRs
were reviewed to assure no degraded conditions existed to adversely affect
operability.

b. Findings
No findings of significance were identified.
1R05 Fire Protection

a. Inspection Scope

The inspectors reviewed the Unit 1 Updated Fire Protection Appendix ‘R’ Review,
Rev. 16 and the Unit 2 Fire Protection Safe Shutdown Report, Addendum 18, and
identified the following risk significant areas:

. Unit 2 Primary Auxiliary Building ‘C’ Charging Pump Cubicle (Fire Area PA-3C)



1R08

3

. Unit 2 Primary Reactor Compartment - Residual Heat Removal Platform Hotwork
(Fire Area RC-1)

. Unit 2 Primary Reactor Compartment - ‘C' RCP Cubicle Hotwork (Fire Area
RC-1)

. Unit 1 Turbine Building General Area (Fire Area TB-1)

. Unit 2 Cable Tunnel (Fire Area CT-1)

The inspectors reviewed the fire protection conditions of the above listed areas in
accordance with the criteria delineated in Nuclear Power Division Administrative
Procedure (NPDAP) 3.5, “Fire Protection,” Rev. 15. Control of transient combustibles,
material condition of fire protection equipment, and the adequacy of any fire protection
impairments and compensatory measures were included in these plant specific reviews.

Findings
No findings of significance were identified.

Inservice Inspection Activities

Inspection Scope

Activities inspected during 2R9 were steam generator (SG) tube eddy-current testing
(ECT) and repair, reactor pressure vessel (RPV) closure head penetration piping visual
or surface testing (VT), ultrasonic testing (UT) of SG and pressurizer welds, and reactor
vessel stud bolt examinations by UT, magnetic particle tests (MTs) and penetrant tests,
tube sheet secondary side VT, radiographic testing (RT) of RCS charging pump system
welds, and the CA program implementation for resolution of flow accelerated corrosion
(FAC) pipe wall thinning. The objective of the inspection was to verify the effectiveness
of the inservice inspection (ISI) program in monitoring RCS boundary degradation.

The inspectors assessed the effectiveness of the licensee’s ECT program, procedures,
and inspection activities for monitoring degradation of SG tubes and determination of
the causes thereof. This assessment was based on the rules and regulations of the SG
examination program for Units 1 and 2, the Unit 2 SG examination guidelines, NRC
Generic Letters, 10 Code of Federal Regulations (CFR) 50, Beaver Valley Power Station
(BVPS) Unit 2 TSs, and the American Society of Mechanical Engineers (ASME) Boiler
and Pressure Vessel Code Section V and XI. Supporting the assessment, were parts of
Nuclear Energy Institute (NEI) 97-06, Electric Power Research Institute (EPRI)
pressurized water reactor SG examination guidelines, and the Westinghouse BVPS

Unit 2 SG degradation assessment - 2R9.

To evaluate SG tube integrity, the inspectors reviewed the licensee’s commitments
regarding SG repair criteria, (tube plugging & sleeving), the ECT and in-situ pressure
testing program scope and procedures, foreign material exclusion controls, SG
operating chemistry control, and the previous operating cycle performance (primary to
secondary leakage). The 2R9 SG outage activities, including eddy current testing
scope, were also compared to the appropriate EPRI and NRC guidelines.

The inspectors reviewed the licensee’s awareness of types of degradation experienced
from past site and industry-wide operating experience to identify potential problem
areas. The inspectors reviewed the choice of eddy current probe used by the licensee
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for each SG area inspected, based on this operating experience. The inspectors
observed licensee attention given to finding foreign materials during outage inspections
through characteristics of inspection probe signals. The inspectors reviewed examples
of primary/secondary water chemistry control that indicate critical elements are being
monitored and kept within well established operating limits.

The inspectors reviewed the results of the 2R9 ECTs, noting characterization and
locations of tube degradation in SGs ‘A,” ‘B’ and ‘C,” and comparing these with the
results of the previous ECT inspection during 2R8. Based on these results, the
inspectors reviewed the licensee’s estimation of the rate of degradation growth and the
screening criteria used to determine whether the degraded tube should be plugged,
subjected to in-situ pressure testing, or removed from the bundle. Furthermore, the
inspectors reviewed the effect of this degradation on the structural integrity of the SG
tubes and the resulting functional capability of the steam SGs to produce the required
steam flow and quality after removing defective tubes from service. The inspectors
confirmed that tube retention or plugging was performed in accordance with established
repair criteria limits.

The inspectors observed discussions between the licensee and the Office of Nuclear
Reactor Regulation (NRR) relating to the number of tubes inspected, location and extent
of wall thickness penetration for each indication of an imperfection, and the identification
of tubes plugged and/or repaired. Additionally, the licensee responded to questions
asked by NRR related to the implementation and findings of SG ETC.

The licensee’s activities performed in response to NRC Bulletin 2001-01,
“Circumferential Cracking of Reactor Pressure Vessel Head Penetration Nozzles,” were
inspected against the inspection requirements of NRC Temporary Instruction (TI),
2515/145, “Circumferential Cracking of Reactor Pressure Vessel Head Penetration
Nozzles.” The description of the inspection scope and results is in section 40A5 as
specified by the TI.

Pressurizer (weld C-1) and SG pressure vessel (welds C2 & C3) shell weld UT
procedure and inspection results were examined. The UT inspection method,
acceptance criteria, and documentation for these tests were reviewed. The inspectors
reviewed the nondestructive examination procedures for the UT, MT, and VT of the
reactor vessel stud bolts.

The radiographs of charging pump system modification were reviewed. Pipe weld
radiographs, including those for welds 2CHS-357-F-13-C, 977-F-17-C, F-1-C, F-6-C, F-
7-C, were evaluated to determine whether the radiographs met ASME Code and
radiographic procedural requirements and verify that acceptance criteria were
appropriate.

Condition Report 02-01059, which documented a pipe wall thinning due to FAC and
provided for CA, was reviewed. The mitigation strategy for identified FAC conditions was
compared with EPRI and NRC guidelines.

Findings

No findings of significance were identified.



1R12 Maintenance Rule Implementation

a.

Inspection Scope

The inspectors evaluated Maintenance Rule (MR) implementation for the issues listed
below. Specific attributes reviewed included MR scoping, characterization of failed
structures, systems, and components (SSCs), MR risk categorization of SSCs, SSC
performance criteria or goals, and appropriateness of CAs. The inspectors verified that
the issues were addressed as required by 10 CFR 50.65, “Requirements for Monitoring
the Effectiveness of Maintenance of Nuclear Power Plants,” and System and
Performance Engineering Administrative Manual 3.2, “Maintenance Rule Program
Administration,” Rev. 3. For selected systems, the inspectors observed maintenance
rule steering committee (MRSC) meetings to determine whether system performance
was properly dispositioned for MR category (a)(1) or (a)(2) performance monitoring.

. The Unit 2 control rod drive mechanism (CRDM) cooling system health report
and CRs documented multiple failures of cooling system fan motors. The
inspectors interviewed system engineers and reviewed plans to improve system
reliability. The system was designated as a MR category (a)(2) system.

. The Unit 1 main feedwater system health report and a CR documented a control
valve failure that resulted in a reactor trip. The inspectors reviewed the MR
(a)(1) evaluation for the control valve failure and interviewed system engineers
concerning plans to improve feedwater control system reliability. The system
was designated as a MR category (a)(2) system.

. The Unit 1 compressed air system health report and MR (a)(1) disposition review
were evaluated for appropriateness of classification and planned improvements.
Additionally, the inspectors discussed the status of system issues with the
system engineer.

. The Unit 2 4kV distribution system health report and MR (a)(2) disposition review
were evaluated for appropriateness of classification and planned improvements.
The system had been designated as MR category (a)(1) in January 2000.
Additionally, the general condition of the system was visually inspected, and the
inspector discussed the status of system issues with the system engineer.

. The Unit 1 turbine-driven auxiliary feedwater (AFW) pump was overhauled in
October 2001. The activities included a seal modification and steam supply trip
valve corrective maintenance. An oil leak and thrust bearing damage occurred
during the post-maintenance test due to deficient work activities at a vendor
facility. This AFW train was unavailable for about 68 hours for the work
activities. This system was designated as a MR category (a)(2) system. The
inspectors reviewed the MR unavailability goals as described in the licensee’s
MR program, and determined that no performance goals were exceeded.

. Enertec Model DRV-Z nozzle check valves were designated as MR category
(a)(1) in July 1999, due to failure of the stainless steel seat ring. These valves
were used in several systems including AFW and main steam. Valve
performance improved in 2000 and 2001. However, the MRSC determined that
the system should remain in category (a)(1), pending causal assessment of
leakage test failure of main steam check valve, 1IMS-20 (CR 01-5537).
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. Unit 2 heater drain system was a MR category (a)(1) system due to plant
downpowers to repack the heater drain pumps in early 2001. The system
subsequently achieved the stated goal of not requiring further pump repacking to
address leakage prior to achieving full power operation following the
February 2002 refueling outage. However, the pumps developed excessive
packing leakage in March 2002, shortly after the plant achieved full power. The
MRSC determined the system should remain in MR category (a)(1) until the root
cause is fixed.

Findings
No findings of significance were identified.

Maintenance Risk Assessment and Emergent Work Control

Inspection Scope

The inspectors reviewed the scheduling and control of maintenance activities in order to
evaluate the effect on plant risk. This review was against criteria contained in: 1) %
Administrative Procedure (AM)1800, “Shutdown Safety,” Rev. 0; 2) Nuclear Power
Division Administrative Procedure (NPDAP) 7.12, “Non-outage Planning, Scheduling,
and Risk Assessment,” Rev. 11; 3) NPDAP 8.30, “Maintenance Rule Program,” Rev. 6;
and 4) Conduct of Operations Procedure 1/20M-48.1.1, “Technical Specification
Compliance,” Rev. 9. The inspectors reviewed the routine planned maintenance,
restoration actions, and emergent work for the following equipment removed from
service:

. Planned refueling outage corrective maintenance on the Unit 2 main generator
output breaker (PCB-362). The inspectors observed work activities and
procedures to control switchyard maintenance activities and off-site power
supply reliability. Switchyard maintenance activities create an increased risk for
loss of off-site power events. The inspectors interviewed control room operators
and reviewed the weekly maintenance risk summary to verify appropriate risk
management actions were in place.

Findings

No findings of significance were identified.
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Personnel Performance During Non-routine Plant Evolutions

Inspection Scope

The inspectors reviewed human performance during the following nonroutine plant
evolutions, to determine whether personnel performance caused unnecessary plant risk
or challenges to reactor safety. The inspectors evaluated whether the evolutions were
properly implemented according to the applicable procedures.

. Unit 2 Operating Manual (OM) -50.4.L, “Reactor Coolant System Startup,” Rev.
0. This was the first time this integrated procedure had been used for
performing RCS fill and vent, forming a pressurizer steam bubble, starting
reactor coolant pumps (RCPs), and establishing normal operating conditions in
various primary tanks.

. Repair, testing, and restoration of the Unit 2 main generator output breaker
(PCB-352) required various switchyard power supply alignments and
configuration controls to ensure the required number of off-site power supplies
were maintained available as specified in TS and ¥2-AM-1800, “Shutdown
Safety,” Rev. 1.

. On March 29, the Unit 1 ‘A’ main feedwater pump motor outboard bearing
temperature rapidly increased. The rate of temperature change increased to
1 degree fahrenheit (°F) per minute, reaching 192°F at 3:58 p.m. The alarm
setpoint was 160°F, procedural requirements are to reduce power at 200°F and
secure the pump at 220°F. At 4:00 p.m., operators began reducing power using
abnormal operating procedure 1.51.1, “Emergency Shutdown,” Rev. 9. Bearing
temperature stabilized and operators then stabilized power at 92 percent. This
was a repeat of a similar main feedwater pump bearing temperature excursion
on February 20. Operators closely monitored bearing temperature and
maximized main feedwater pump area cooling through the end of the inspection
period. Contingency actions, such as manually tripping the reactor if the main
feedwater pump failed from above 80 percent reactor power were properly
briefed.

Findings
No findings of significance were identified.

Operability Evaluations

Inspection Scope

The inspectors reviewed operability evaluations in order to determine that proper
operability justifications were performed for the following items. In addition, where a
component was determined to be inoperable, the inspectors verified the TS limiting
condition for operation was properly addressed.

. Unit 1 assessment of Westinghouse Nuclear Safety Advisory Letters (NSAL) 02-
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3, “Steam Generator Mid-Deck Plate Pressure Loss Issue;” NSAL 02-4,
“Maximum Reliable Indicated SG Water Level;” and NSAL 02-5, “SG Water
Level Control System Uncertainty Issue.”

. Unit 2 assessment of Westinghouse NSAL 02-3, “Steam Generator Mid-Deck
Plate Pressure Loss Issue;” NSAL 02-4, “Maximum Reliable Indicated Steam
Generator Water Level;” and NSAL 02-5, “SG Water Level Control System
Uncertainty Issue.”

. Unit 2 main steam isolation valve (2MSS-AOV101C) closure time failed to meet
TS criteria of < 5 seconds following implementation of Engineering Change
Package (ECP) -141, "Modify Closing Time of Main Steam Isolation Valves.”
This was a repetitive problem. An engineering evaluation titled “2 Operational
Surveillance Test (OST)-21.7 (Stroke Time Failure, 27-Feb-02),” documented
the engineering basis for operability following interim CAs. Minor deficiencies in
the operability assessment and CA implementation were documented in CRs 02-
1869 and 02-1905.

Findings
No findings of significance were identified.

Operator Work-Arounds

Inspection Scope

The inspectors reviewed Unit 2 operator work-arounds (OWAS) to identify any effect on
emergency operating procedure operator actions, and impact on possible initiating
events and mitigating systems. The inspectors noted that two of eight OWAs were
scheduled to be corrected and closed out during 2R9 (OWA 2-02-2-1 concerned the
turbine bearing oil lift pumps and OWA 2-01-2-2 concerned operation of valve 2CHS-69
for gas makeup to the volume control tank. The inspectors verified that the actions and
post-maintenance tests to eliminate these two OWAs were complete as specified in
Work Orders 01-007917 and 00-030774. The inspectors also performed a walkdown of
the Unit 2 control room annunciator systems per procedure 20ST-45.6, “Annunciator
Systems Checkout,” Rev.13, to ensure that any degraded conditions were identified and
dispositioned as required by the Operations Management Desktop Guide 002,
“Operations Work-arounds/Control Room Deficiencies,” Rev. 5.

Findings

No findings of significance were identified.
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Post-Maintenance Testing

Inspection Scope

The inspectors reviewed and observed a post-maintenance test (PMT) to ensure: 1) the
PMT was appropriate for the scope of the maintenance work completed; 2) the
acceptance criteria were clear and demonstrated operability of the component; and 3)
the PMT was performed in accordance with procedures. The following PMT was
observed:

. 2 Beaver Valley Test (BVT) 1.39.04, “Station Battery [BAT*2-4] Service Test,”
Rev. 4, following replacement of station battery 2-4. The inspectors observed
portions of the test and compared the test results against the procedure
acceptance criteria and the requirements of Institute of Electrical and Electronic
Engineers (IEEE) Standard 450-1980, “IEEE Recommended Practice for
Maintenance, Testing, and Replacement of Large Lead Acid Storage Batteries
for Generating Stations and Substations.” The inspectors reviewed CRs
documenting station battery post-maintenance test problems and verified system
engineers implemented appropriate CAs.

Findings
No findings of significance were identified.

Refueling and Outage Activities

Inspection Scope

The inspectors observed selected 2R9 maintenance and reactor startup activities to
determine whether shutdown safety functions (e.g., reactor decay heat removal,
reactivity control, electrical power availability, reactor coolant inventory, spent fuel
cooling, and containment integrity) were properly maintained as required by TSs, license
conditions, and ¥2-AM-1800, “Shutdown Safety,” Rev. 1. Specific performance attributes
evaluated, included configuration management, communications, instrumentation
accuracy, and identification and resolution of problems. The inspectors closely
evaluated configuration and inventory control during periods of reduced RCS inventory
due to the associated increase in shutdown risk. Specific activities evaluated included:

20M-20.4.H “Draining the Refueling Cavity to the Refueling Water Storage Tank,”
Rev. 14

20M-50.4.L “Reactor Coolant System Startup,” Rev. 0

20M-50.4.M “Station Startup - Mode 5 to Mode 3,” Rev. 0

20M-50.4.C “Instructions to Heatup Plant from Mode 4 to Mode 3,” Rev. 41

20M-50.4.D “Reactor Startup from Mode 3 to Mode 2,” Rev. 38

20M-52.4.A “Increasing Power from 5 percent Reactor Power and Turbine on
Turning Gear to Full Load Operation,” Rev. 46
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e 20M-51.4.L *“Station Shutdown 40 percent to Mode 5,” Rev 4. Observed plant
shutdown to Mode 5 (cold shutdown) at the beginning of the outage.
Also evaluated plant power reduction from 30 to 15 percent power after
plant restart to accomplish PMT of turbine generator over speed trip
and to accomplish electro-hydraulic control system leak repairs.

2RST-2.1 “Initial Approach to Criticality after Refueling,” Rev. 5.

Startup Readiness Review Assessment Meetings for Entry into Modes 4, 3, 2, and 1

2R9 Restart Mode Hold Condition Report List

DCP 2403, “RCP Thermal Barrier Cooling Trip Valve Power Supply Modification”

DCP 2435, *“Charging Pump Automatic Recirculation Valve”

Additionally, the inspectors reviewed the station’s commitments to NRC Generic Letter
88-17, “Loss of Decay Heat Removal,” contained in the following procedures: 1) 20ST-
6.11, “Prerequisites for Entering A Reduced RCS Inventory or Midloop Condition,” Rev.
1; 2) 20M-6.4.U, “Draining the RCS to Reduced Inventory or Midloop Condition,” Rev. 8;
and, 3) 20M-6.4.V, “Reduced RCS Inventory Operation Checklist,” Rev. 1. The
inspectors observed the 2R9 RCS draindown and verified that the reduced RCS
inventory level as defined in Generic Letter 88-17 was not reached.

The inspectors reviewed the 2R9 outage scope add/drop list to ensure that items
dropped from the outage had an adequate basis for deferral or cancellation of the work.
The inspectors reviewed the entire list, and selected those pertaining to safety-related
and risk significant systems, for more in-depth review. This review included: why the
work was originally scheduled for this outage; when work was last completed on the
equipment; when it was rescheduled to occur; and the basis for the deferral or
cancellation. Discussions were held with appropriate engineering personnel as
necessary for additional information and clarifications.

Findings
No findings of significance were identified.

Surveillance Testing

Inspection Scope

The inspectors observed and reviewed the following OSTs and BVTs concentrating on
verification of the adequacy of